
RECOMMENDED LAND APPLICATION DESIGN FOR HIGH-RAINFALL AREAS

DESIGN – SECONDARY TREATMENT WITH WICK TRENCH/BED

Whitehead & Associates
Environmental 
Consultants Pty Ltd

Project: 1307
Colac Otway Shire DWMP
Drawn: BC/MS
Dimensions: As shown
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Detailed hydraulic design required for 
pressure distribution to Wick Trench/Bed(s)

(see Construction Sheet)

Combined (Black/Grey) Waste System

Indexing or 
Sequencing valve 

(or similar 
arrangement)

VIC EPA Approved ‘secondary’ treatment 
system (AWTS), with disinfection. 

Integrated pump chamber (or separate 
collection/pump well).

Mounded crest to maximise 
rainfall runoff (shedding); 

water balance assumes 15%.

Select ‘conservative’ design (soil) loading rate (DLR) 
based on subsoil (B horizon) texture, allowing for 
structure and other important physical/chemical 
characteristics (pH, EC, CEC, OM content etc.).

Ensure trench/bed component (upper 
geotextile cover) is installed below 
topsoil boundary. If not achievable, 
raised installation to be considered.

Number of 
Bedrooms

Load 
(L/Day)

Required Length 
(m)

Design Basal 
Area (m2)

Maximum Storage 
Depth (mm)

Maximum (In‐soil) 
storage Volume (m3)

Effluent Application Area 
Footprint (m2) ‐ including 

interbed spacing
3 720 343 290 273 78,900 1,140
4 900 425 360 277 99,650 1,400
5 1,080 520 440 265 116,350 1,660

Number of 
Bedrooms

Load 
(L/Day)

Required Trench 
Length (m)

Design Basal 
Area (m2)

Maximum Storage 
Depth (mm)

Maximum (In‐soil) 
storage Volume (m3)

Effluent Application Area 
Footprint (m2) ‐ including 

interbed spacing
3 720 190 161 270 43,350 620
4 900 237 201 271 54,400 750
5 1,080 285 241 272 65,500 945

Number of 
Bedrooms

Load 
(L/Day)

Required Trench 
Length (m)

Design Basal 
Area (m2)

Maximum Storage 
Depth (mm)

Maximum (In‐soil) 
storage Volume (m3)

Effluent Application Area 
Footprint (m2) ‐ including 

interbed spacing
3 720 131 111 274 30,350 425
4 900 164 139 270 37,550 555
5 1,080 197 167 268 44,750 620

Number of 
Bedrooms

Load 
(L/Day)

Required Trench 
Length (m)

Design Basal 
Area (m2)

Maximum Storage 
Depth (mm)

Maximum (In‐soil) 
storage Volume (m3)

Effluent Application Area 
Footprint (m2) ‐ including 

interbed spacing
3 720 59 50 250 12,500 165
4 900 73 62 281 17,500 230
5 1,080 89 75 250 18,750 295

Lavers Hill/Wyelangta ‐ Wick Trench Option (8mm/day)

Lavers Hill/Wyelangta ‐ Wick Trench Option (10mm/day)

Lavers Hill/Wyelangta ‐ Wick Trench Option (12mm/day)

Lavers Hill/Wyelangta ‐ Wick Trench Option (20mm/day)

Number of 
Bedrooms

Load 
(L/Day)

Required Length 
(m)

Design Basal 
Area (m2)

Maximum Storage 
Depth (mm)

Maximum (In‐soil) 
storage Volume (m3)

Effluent Application Area 
Footprint (m2) ‐ including 

interbed spacing
3 720 280 237 277 65,500 880
4 900 356 301 260 78,300 1,140
5 1,080 425 360 264 94,900 1,400

Number of 
Bedrooms

Load 
(L/Day)

Required Trench 
Length (m)

Design Basal 
Area (m2)

Maximum Storage 
Depth (mm)

Maximum (In‐soil) 
storage Volume (m3)

Effluent Application Area 
Footprint (m2) ‐ including 

interbed spacing
3 720 168 142 288 40,850 555
4 900 213 180 264 47,450 685
5 1,080 255 216 264 56,950 815

Number of 
Bedrooms

Load 
(L/Day)

Required Trench 
Length (m)

Design Basal 
Area (m2)

Maximum Storage 
Depth (mm)

Maximum (In‐soil) 
storage Volume (m3)

Effluent Application Area 
Footprint (m2) ‐ including 

interbed spacing
3 720 121 102 284 28,950 425
4 900 151 128 275 35,100 490
5 1,080 182 154 268 41,300 620

Number of 
Bedrooms

Load 
(L/Day)

Required Trench 
Length (m)

Design Basal 
Area (m2)

Maximum Storage 
Depth (mm)

Maximum (In‐soil) 
storage Volume (m3)

Effluent Application Area 
Footprint (m2) ‐ including 

interbed spacing
3 720 57 48 264 12,650 165
4 900 71 60 264 15,850 230
5 1,080 85 72 264 19,000 295

Beech Forest/Ferguson/Weeaproinah ‐ Wick Trench Option (8mm/day)

Beech Forest/Ferguson/Weeaproinah ‐ Wick Trench Option (10mm/day)

Beech Forest/Ferguson/Weeaproinah ‐ Wick Trench Option (12mm/day)

Beech Forest/Ferguson/Weeaproinah ‐ Wick Trench Option (20mm/day)

Minimum 1500 mm Spacing
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